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A review of the table above suggests that the existing firm capacity, 8.24 MGD, is sufficient to meet 

the 4-year average maximum day demand of 8.07 MG. However, the Water System effectively 

operates as two independent systems as depicted in Attachment 2: Water System Service Zones. To 

the north, operators can typically move water between the Bradford, Plymouth Center, West 

Plymouth, and Pine Hills service zones. To the east, operators can move water between the 

Cedarville and Manomet service zones. The two regions are separated by a permanently closed 

pressure reducing valve. Therefore it is important to assess the firm capacity under these restrictions. 

Based on the percentage of water use in each zone presented in Table 8, the maximum day demand 

can be estimated for each service area. The average day demand was calculated by evenly 

distributing the Authorized Unaccounted for Water Loss and the Unaccounted for Water Loss. The 

maximum day demand was then calculated using the MDD/ADD ratio. 

Table 10 presents the firm capacity of the northern service zones, and Table 11 presents the average 

and maximum day demands of the northern service zones. 

Table 10 – Northern Service Zones Well Capacities 

Service 

Zone 
Source 

Safe Yield 

(MGD) 

Design 

Capacity 

(MGD) 

Current 

Operational 

Capacity 

(MGD) 

Firm 

Capacity 

(MGD) 

Bradford 
Bradford Well 

1.511 
1.01 

1.30 1.30 
Bradford Replacement Well 1.01 

Plymouth 

Center 

Lout Pond Well 0.72 0.50 0.36 0.36 

South Pond Well 1 1.12 1.30 
3.10 

1.12 

South Pond Well 2 1.50 1.44 - 

West 

Plymouth 

Federal Furnace Well 0.79 0.72 0.502 0.50 

North Plymouth Well 1.53 1.58 1.303 1.30 

Darby Pond Well 0.804 1.20 1.48 0.205 

Total   8.76 8.03 4.78 

1. The Bradford wells have a combined safe yield of 1.51 MGD, for any pumping combination. 

2. Federal Furnace Well withdrawals are limited due to manganese concentrations. 

3. North Plymouth Well withdrawals are limited by sodium concentrations. 

4. Darby Pond Well is permitted for 0.80 MGD as a monthly average, therefore withdrawals shall not exceed 

0.80 MGD for any consecutive 30 days.  

5. During the pond level restriction pumping is limited to a maximum of 4 hours per day; 0.20 MGD is based 

on the approximate 2016 pumping rates when the pond level restriction was in effect. 

 



Memorandum  
June 1, 2017   Page 13 

 

 

Table 11 – Northern Service Zones Demand 

Service Zone 
2015 Metered Water 

Usage (MGY) 

Average Day 

Demand (MGD) 

Maximum Day 

Demand (MGD) 

Bradford 129.71 0.41 0.77 

Pine Hills 18.30 0.06 0.11 

Plymouth Center 348.76 1.11 2.06 

West Plymouth 458.92 1.46 2.71 

Total 
 

3.04 5.64 

 

A review of Table 10 and Table 11 shows that under existing conditions there is sufficient firm 

capacity to meet the average day demands. However, there is insufficient capacity to meet the 

maximum day demands under existing conditions in the northern service zones. Further, there are 

operational limits on the Bradford Wells, Federal Furnace, North Plymouth, and Darby Pond, as 

discussed in the Operational Restrictions section, which stress the available water supply. 

Table 12 presents the firm capacity of the eastern service zones, and Table 13 presents the average 

and maximum day demands of the eastern service zones. 

Table 12 – Eastern Service Zones Well Capacities 

Service 

Zone 
Source 

Safe Yield 

(MGD) 

Design 

Capacity 

(MGD) 

Current 

Operational 

Capacity 

(MGD) 

Firm 

Capacity 

(MGD) 

Cedarville Savery Pond Well 1.50 1.73 1.30 - 

Manomet 

Wannos Pond Well 0.94 1.01 0.72 0.72 

Ship Pond Well 0.86 0.94 0.501 0.50 

Ellisville Well 1.12 1.08 0.941 0.94 

Total   4.75 3.46 2.16 

1. Ship Pond and Ellisville well withdrawals are limited due to proximity and cast iron transmission main. 

Table 13 – Eastern Service Zones Demand 

Service Zone 
2015 Metered Water 

Usage (MGY) 

Average Day 

Demand (MGD) 

Maximum Day 

Demand (MGD) 

Cedarville 87.02 0.28 0.51 

Manomet 334.22 1.06 1.97 

Total  1.34 2.48 
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A review of Table 12 and Table 13 shows that under existing conditions there is sufficient firm 

capacity to meet the average day demands. However, there is insufficient capacity to meet the 

maximum day demands under existing conditions in the eastern service zones. Further, there are 

operational limits on the Ship Pond and Ellisville due to their close proximity, as discussed in the 

Operational Restrictions section, which stress the available water supply.  

By assessing the capacity of the water system in two separate zones based on the physical and 

operational limitations of the system, it is evident that there is insufficient capacity to meet the 

maximum day demand. The results of this analysis are summarized in Table 14, below. 

Table 14 – Capacity Deficit 

 

Firm Capacity 

(MGD) 

Maximum Day 

Demand (MGD) 

Surplus 

Capacity (MGD) 

Northern Service 

Zones 
4.78 5.64 -0.86 

Eastern Service 

Zones 
2.16 2.48 -0.32 

 

OPERATIONAL RESTRICTIONS 

There are operational limits on specific sources within Plymouth’s system, described below. 

Bradford and Bradford Replacement Wells – The average daily withdrawals may not exceed 1.51 

MGD from the two Bradford Wells; the wells may be used in any combination. In addition, pumping 

at the Bradford Well is limited by high iron and manganese levels, which clog the well screen. 

Darby Pond Well – The maximum monthly withdrawal may not exceed 0.80 MGD for any 

consecutive 30 day period. In addition, when water in Darby Pond drops below 121.5 feet (NGVD 

1929 datum), the WMA permit requires the Town to limit pumping at the facility to no more than 4 

hours per day. In 2016, the pond was below 121.5 feet for 6 months in a row. 

Federal Furnace Well – Manganese levels are elevated at the well; the Town currently utilizes 

sequestering to stabilize the manganese. 

North Plymouth Well – Sodium and chloride levels are elevated at the well presumably due to 

roadway deicing constituents, based on a water quality analysis performed by Environmental 

Partners in December 2014. 

Ship Pond and Ellisville Wells – Reduced capacity due to proximity and tuberculated cast iron 

transmission main. 

AVAILABLE CAPACITY FOR DEVELOPMENT 

The analysis of water system supply and demand shows that there is currently a deficit of 0.86 MGD 

in the northern service zones, and a deficit of 0.32 MGD in the eastern service zones during 

maximum day demand. If firm capacity is assessed with the largest source online, i.e. the current 

operational capacity, there would be an excess capacity of 0.58 MGD in the Northern Service Zones, 

and an excess capacity of 0.97 MGD in the Eastern Service Zones to meet the maximum day 

demand. However, this approach is not recommended as a planning mechanism because it assumes 

that each source is 100 percent reliable, which has not been the case for Plymouth or many public 

water suppliers with aging infrastructure. 
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Chapter 2 of MassDEP’s Guidelines for Public Water Systems states that a distribution system shall 

be designed for the maximum day demand. In addition, AWWA Manual M31 Distribution System 

Requirements for Fire Protection states that a distribution system is considered reliable if it can meet 

required fire flows, when the largest pump is out of service, while maintaining the maximum daily 

demand rate. System expansion and adding additional services to the existing system will create a 

greater capacity deficit during maximum day demand conditions and reduce the reliability of 

Plymouth’s fire protection.  

In conclusion, there is no redundant capacity during maximum-day demands; therefore, there is no 

available capacity for development at this time without a reduction in current water use during the 

summer peak use periods. 

FUTURE WATER SYSTEM IMPROVEMENTS 

The Town is in the process of developing two additional sources and a water system expansion 

project, expected to be completed by 2020. The preliminary results suggest that a future production 

well at the Forges Field Site may have a withdrawal rate of up to 1 MGD, and that a production well 

at the 200 Acre Site may have a withdrawal rate of up to 2 MGD. Results from recent water sampling 

continue to indicate excellent water quality at both locations. The addition of these two sources will 

provide redundancy and reduce the stress on existing sources. 

Further, the water system expansion will provide connectivity between the northern service zones 

and the eastern service zones with the addition of approximately 14 miles of pipe and three valve 

control stations. This connectivity will provide for more flexibility in moving water through the 

system during maximum demands and in the event of an emergency. The proposed wells are remote 

from the existing service area, so transmission mains are needed in order to connect these water 

supplies and storage tank to the system. This area of Town has generally higher elevations than the 

existing service areas; therefore, a new pressure zone needs to be created to adequately serve the 

expansion area. 

Again, adequacy of supply capacity to meet maximum day demand must be assessed for the existing 

demands and those created by the expansion project.  Based on ASR data from 2013 to 2016, an 

average of 16 new residential services were added to the existing service zones per year. In addition, 

93 percent of the estimated 325 services added by the expansion project are expected to be 

residential. According to the United States Census Bureau, the average household size for the Town 

of Plymouth is approximately 2.55 people, based on data from 2011 to 2015. From this information, 

the residential water consumption is projected for the year 2020, when the expansion project is 

complete, using the average RGPCD of 71.33, and average MDD to ADD ratio of 1.86. Using the 

historic average water use for other usage categories including commercial, agricultural, industrial 

and municipal/institutional, the average and maximum day demands are projected. Table 15 presents 

the projected annual water production and estimated average and maximum day demands for the year 

2020. 

Table 15 – Projected Maximum Day Water Consumption 

Year 
Total Annual 

Production (MG) 

Average Daily 

Demand (MGD) 

Average 

MDD/ADD Ratio 

Maximum Day 

Demand (MGD) 

2020 1,603.34 4.38 1.86 8.13 
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The expansion project will provide connectivity between the six existing pressure zones; therefore 

the firm capacity of the system may be assessed as a whole, rather than as two independent systems. 

A summary of the Town’s current and projected water supply sources is provided in Table 16. When 

developed, the proposed 200 Acres Well will be the Town’s largest source, and its capacity was 

excluded from the Firm Capacity calculation. 

Table 16 – Projected Well Capacities 

Service 

Zone 
Source 

Safe Yield 

(MGD) 

Design 

Capacity 

(MGD) 

Current 

Operational 

Capacity 

(MGD) 

Firm 

Capacity 

(MGD) 

Bradford 
Bradford Well 

1.511 
1.01 

1.30 1.30 
Bradford Replacement Well 1.01 

Cedarville Savery Pond Well 1.50 1.73 1.30 1.30 

Manomet 

Wannos Pond Well 0.94 1.01 0.72 0.72 

Ship Pond Well 0.86 0.94 0.502 0.50 

Ellisville Well 1.12 1.08 0.942 0.94 

Plymouth 

Center 

Lout Pond Well 0.72 0.50 0.36 0.36 

South Pond Well 1 1.12 1.30 
3.10 

1.12 

South Pond Well 2 1.50 1.44 1.44 

West 

Plymouth 

Federal Furnace Well 0.79 0.72 0.503 0.50 

North Plymouth Well 1.53 1.58 1.304 1.30 

Darby Pond Well 0.805 1.20 1.48 0.206 

Projected 

Sources 
Forges Field Well 1.00 1.00 1.00 1.00 

200 Acres Well 2.00 2.00 2.00 - 

Total  6.367 16.51 14.48 10.68 

1. The Bradford wells have a combined safe yield of 1.51 MGD, for any pumping combination. 

2. Ship Pond and Ellisville well withdrawals are limited due to proximity and cast iron transmission main. 

3. Federal Furnace Well withdrawals are limited due to manganese concentrations. 

4. North Plymouth Well withdrawals are limited by sodium concentrations. 

5. Darby Pond Well is permitted for 0.80 MGD as a monthly average, therefore withdrawals shall not exceed 

0.80 MGD for any consecutive 30 days.  

6. During the pond level restriction pumping is limited to a maximum of 4 hours per day; 0.20 MGD is based 

on the approximate 2016 pumping rates when the pond level restriction was in effect. 

7. Not-to-exceed average day withdrawal limit per WMA Permit 

A review of Table 15 and Table 16 projects there will be sufficient firm capacity to meet both the average 

and maximum day demands, with available capacity for expansion. The results of this analysis are 

summarized in Table 17, below. 
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Table 17 – Projected Excess Capacity 

 

 Projected Firm 

Capacity (MGD) 

Projected Maximum 

Day Demand (MGD) 

Projected Surplus 

Capacity (MGD) 

Plymouth Water 

System, 2020 
10.68 8.13 2.54 

 

A review of Table 17 above demonstrates that, following construction of the expansion project, in 

2020 there will be an estimated surplus capacity of 2.54 MGD available for future development in 

the Town. Assuming residential percentage of metered water use continues at 72 percent, the average 

RGPCD of 71.33, and average MDD to ADD ratio of 1.86, the maximum service population can be 

calculated such that the maximum day demand is equal to the firm capacity, and the average day 

demand does not exceed the WMA not-to-exceed withdrawal volume of 6.36 MGD. This equates to 

a total service population of approximately 50,435 people, or the addition of 10,175 people to the 

summer 2016 service population. 

RECOMMENDATIONS 

It is strongly recommended that, if development is to continue, the Water Division will need to 

strictly enforce water use restrictions, including non-essential outdoor water use. Restrictions for 

non-essential outdoor water use should be in place from May 1st to September 30th and limit use to 

two days per week, before 9 a.m. and after 5 p.m.  

Additional work can be performed to minimize unaccounted for water through leak detection. The 

current water management act permit requires a full leak detection survey of the entire water system 

once every three years. Consideration should be made to budget more frequent surveys in the West 

Plymouth, Plymouth Center and Manomet pressure zones with particular attention to the West 

Plymouth service zone. This pressure zone has the single highest water supply deficiency and would 

benefit most with reduction of unaccounted-for water. 

Any new development proposed should look to minimize its water use through water saving devices. 

Options for water saving devices include water-less urinals and low-flow shower heads. In addition, 

the DPW could expand its current public outreach on providing water-saving devices and rain barrels 

to the consumers to increase public awareness of water conservation. 

Lastly, a targeted water audit program could be developed for the Town’s top fifteen water users. 

Site visits can be performed to survey each facility and discuss water use practices with each user to 

educate them on water usage and the potential for water savings. 

Review of the data throughout this analysis has reiterated our past recommendation to proceed with a 

full update of a Water System Master Plan. The scope of the master plan would include population 

and water demand projections for the next twenty years. This analysis has identified the current 

weaknesses and vulnerabilities that exists with water supply capacity, the full master plan update can 

look to plan for future weaknesses to stay ahead of the curve and help plan for future growth. 
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